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1000 GALLON PAD LOCATION
NEOPRENE BEARING PADS
1/2" x 7 1/2" (min.) LONG
(4 REQD. TOTAL)
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2,000 GALLON PAD LOCATION
3,000 LP GALLON PAD LOCATION
NEOPRENE BEARING PADS
1/2" x 7 1/2" (min.) LONG
(4 REQ'D. TOTAL)

PAD NOTES:
1) USE AASHTO GRADE NEOPRENE 50 DUROMETER

BEARING PADS. SEE BEARING PAD MATERIAL SPECS.

2) BEARING PADS WIDTH SHALL BE EQUAL TO THE
WIDTH OF THE TANK LEGS.

3) PADS LOCATIONS ARE BASED ON CONVAULT, DENAIR
DRAWINGS. CHECK AND CONFIRM YOUR TANK DIMENSIONS.
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