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IMPORTANT:  
 
Read all instructions prior to starting installation 
process. 
 
Do not apply power to the controller until 
installations and wiring have been completed  
and inspected. 
 
All work must be performed by authorized 
installers in accordance with Local and National 
Electric Codes. 
 

1. Measure base mounting dimensions and 
fasten using supplied wall anchors and 
screws for top two mounting holes leaving 
a minimum of ¼ inch of thread exposed. 
 

2. Mount base onto top two screws.  Secure 
once step 3 is complete. 

 
 

 3. Fasten bottom two screws in base 
mounting holes and secure. 
 

4. Bring power wires (100-240 VAC) through 
left preformed knockout and secure on 
terminal block as shown above. 
 

5. Bring low voltage RS232 cable (Quabbin 
7325 or equivalent) connection through 
right preformed knockout and secure on 
terminal block as shown above.  
 

6. Securely fasten green wire as shown 
above. 
 

7. Connect data harness making sure that 
black wire is facing bottom of display as 
shown above. 
 

8. Connect low voltage power harness as 
shown above. 
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ACCESSORIES 
WRS-232 Wireless RS-232 link includes both tank 

gauge and remote transceivers 
WRS-232R Wireless RS-232 repeater for extending 

WRS-232 wireless reach 
RD-PCK Power cord kit 

9. Using supplied Allen Key wrench install 
display and secure with four supplied Allen 
screws as shown to the right. 
 

CAUTION ! 
 Do no over tighten. 
 
 Be sure not to pinch wires between display 

and base. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
10. Prepare proper ATG connection as shown to 

the right. 
 

*  The OEL8000II and OEL8000III series 
controllers require these pins to be reversed.  
Other ATG systems may require the same.  

 
 
 
 
 
 
 
11. Turn power on. 

 
 
   

SUPPLIED HARDWARE 
 
 (4) Allen Key screws 

 (4) Wall anchors and mounting screws 

 (1) Allen Key wrench 

TX to RXB* 

RX to TXB* 
GND 

25 PIN D CONNECTOR 

RS232 ATG TERMINATION 10 

9 PIN D CONNECTOR 

RX to TXB* 

TX to RXB*  
GND 
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